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GENERAL NOTES
A REFER TO SHEET P001 FOR LEGEND, SYMBOLS & INDEX OF DRAWINGS.

PLAN NOTES
1 EXISTING TO REMAIN.

2 REMOVE PORTION OF DHW PIPING SYSTEM. (SIZE AS INDICATED).

3 SET FLOW CONTROLLER TO MAINTAIN 16 GPM.

4 BOX MOUNTED TRANSFORMER LOCATED ABOVE THE CEILING TO CONTROL
SENSOR OPERATED FAUCET ON FIXTURE(S) BELOW.  120V-1PH POWER WILL
BE LOCATED IN A WIRING BOX ABOVE THE CEILING BY DIVISION 26.  A 0.75"
CONDUIT (FOR LOW VOLTAGE WIRING) STUBBED ABOVE THE CEILING AND
EXTENDED DOWN TO AN ELECTRICAL WALL BOX LOCATED BELOW EACH
LAVATORY WILL BE PROVIDED BY DIVISION 26.  THE TRANSFORMERS AND
LOW VOLTAGE WIRING SHALL BE BY DIVISION 22.  COORDINATE ALL WORK
WITH DIVISION 26.

5 PIPING CONTINUED ON SHEET 330PP103.
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Revisions Date

1 Amendment 1 08.18.2016

6 EXTEND PIPING FROM FIXTURE CARRIER TO CLEANOUT LOCATED IN WALL
ADJACENT TO WATER CLOSET AT APPROXIMATELY 24" ABOVE FINISHED
FLOOR.
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